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LHO Mass Storage Room (MSR) Uninterrupted Power Supply Drawing
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Conduit to back of racks

Rear view of racks

Main power feed, bypass controls and breaker units located on right wall
of MSR immediately as you enter from the hallway

Overhead 110V quad outlets fed by UPS system (viewed from the back of the racks) Each breaker feeds a vertical pair of outlets.


