1) FOR ELECTRICAL INSTALLATIBN BET ,
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2> CONDUIT IS SHOWN BIAGRAMMMICALLY AND SHALL BE
FIELD VERIFIED SO AS TO OPTIMIZE SUPPORTING - -
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. \ DISTRIBUTIDN SYSTEM FEEDER SCHEDULE
 |FEEDER] SOURCE <LOAD EQUIPMENT , , ‘
NUMBER CENTER LOCATION | CKT # _ SERVED _ |conputT] __FnL o
: , Ll ; ; 1 1 IMx-CC-PD-VEAC_01] TBD |  GATE VALVE WGVI3 374" | 3-#12, #10 GND
S S| SRR § TR R N RETEANRIL s & 2 |Mx-CC-PD-VEAC 01| TBD |  GATE VALVE WGV14 | 3/4" | 3-#12, #1I0GND | | =
CLEANING CNG | EXPERIMENT 3 [Mx-CC-PD-VEAC_01] TBD REGEN HEATER 3/4* | 3-#10, #8 GND | . f -
AREA ‘ ‘ RBDM b - EQUIPMENT , i S | ; |4 |Mx-CC-PD-VEAC_ 01| TBD BAKEQUT/CLEAN ROOM 1 1/2"| 4-#6 #8 GND |~ |
s BN R e AREA \ 5 |Mx-CC-PD-VEAC_01] TBD BAKEOUT/CLEAN ROOM |1 1/2°|  4-#6, #8 GND
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3/47 EMT

~CC-PD-VEAC 04

 |Mx—CC-PD-VEAC_01| TBD |GENERAL/ION PUMP/AUX. TURBO| 3/4° | e-#la, #12 GND_ |°
O S | |Mx-CC-PD-VEAC_01] TBD BAKEDUT CONTROL | 3/4° | 2-#12, #12 GND |
\ e T |Mx-CC-PD-VEAC_01| TBD TURBO PUMP 3/4* 4-#12, #10 GND |
~ -~ o MECHANICAL ~ ; - , ; b Mx-CC-PD~VEAC_01| TBD | TURBO PUMP | 374" 4-#12, #10 GND. |
@ | . ROOM | S | | ~ < | 10 |Mx-CC-PD-VEAC_01] TBD | BAKEOUT CONTROL | 3/4" | 2-#12, #12 GND
‘ ‘ L ‘ ' . 11 |Mx~CC-PD-VEAC_01| TBD | ~ AIR COMPRESSOR [ 1 172" 3-#4, #6 GND
12 |Mx—CC-PD-VEAC_03] TBD | VE CONTROL TRANSFORMER | 3/47 2-#12, #12 GND |

13 [Mx—CC-PD-VEAC_04| TBD 2500 L/S ION PUMP | 3/4" | 2-#12, #12 GND |
| 14 [Mx-CC-PD-VEAC_04| TBD TURBO BACKING PUMP | 3/4° 4-#10, #8 GND
15 " |Mx-CC-PD-VEAC_02| TBD GATE VALVE WGV1S 3/4° 3-#12, #10 GND ;
16 [Mx-CC-PD-VEAC_02| TBD GATE VALVE WGVI6 | 3/4° | 3-#12 #10 GND §0  } - ©
17 |Mx~CC-PD-VEAC_02| TBD | REGEN HEATER | 3/4° | 3-#10, #8 GND |  }B .
18  [Mx-CC-PD-VEAC_02| TBD |  BAKEOUT/CLEAN ROOM |1 1/2° 4-%#6, #8 GND e
. 19 |Mx=CC-PD-VEAC_02| TBD |GENERAL/ION PUMP/AUX. TURBOl 3/4° | 2-#12, #12 GND
20 |Mx-CC-PD-VEAC_02| TBD - BAKEOUT CONTROL | 3/4° | 2-#12, #12 GND
21 [Mx~CC-PD-VEAC_02| TBD | TURBO PUMP__ | 3/4° | 4-#12, #10 GND
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