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1) PROVIDE PULL TAPE IN EACH CONDUIT. X
2> ALL UNDERGROUND INSTALLATION AND mtmm

‘ -735 POWER SOURCE SHALL BE AS FOLLOWS:
A BAKEDUT/CLEAN RODM 480/277VAC

- BY GATE VALVE 480/277VAC
€Y GENERAL/ION PUMPS 120VAC
D> BAKEOUT CONTROL 180VAC :
E> TURBO CART 208/120VAC -
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