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NOTES:

1> PROVIDE PULL TAPE I
2 ALL UNDERGROUND INSTALL

ARE BY OTHERS,

NDUIT

3 POWER SOURCE SHALL BE AS FOLLOWS:

A) BAKEQUT/CLEAN ROOM 4
B) GATE VALVE 480/277V

80/277VAC
AC

C> GENERAL/ION PUMPS 120VAC
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10N FRMPS 4> FOR EQUIPMENT POWER REQUIREMENTS, REFER TO
DETAIL 1 DETAIL 2 DETAIL 3 PST DOCUMENT #V049-1-047.
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