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INPUTS SYSTEM FEATURES NOTES:
I. FOR LEGEND, ABBREVIATIONS AND GENERAL NOTES
VLS BINARY DIGITAL ANALOG ALARMS PROGRAMS CENERAL SEE SHEETS LA-H-001 AND LA-H-002.
. MEASURED CALCULATED _ 2. FOR SEQUENCE OF OPERATION SEE SHEET LA-H-14/1.
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AIR FILTER, AF-03 (TYP 2) & ° ® 2 SENSORS
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EXHAUST FAN, EF-01 ® ® ® ®
EXHAUST FAN, EF-02 ° ° ° °
SMOKE DETECTOR ® °
AIR FLOW DIAGRAM
ECONOMIZER DAMPERS ®
FLOOR PLANS
, FOR CONSTRUCTION S oo |
Lo BOE) PR LODRUE N R LASER INTERFEROMETER |
CHECKED | N |10-25-9 ~ \\ GRAVITATIONAL-WAVE OBSERVATORY
¢ z B T PARSONS l l G 0 \ SITE NO.2 - LIVINGSTON, LOUISIANA
=z r—t - - —
] w . SCALE CONTRACT NUMBER PROJECT NUMBER
x Bl
L & | HVAC NONE |PP150969| 8094
& AS-BUILT
o CALIFORNIA INSTITUTE OF TECHNOLOGY CORNER STATION N e
; - DRAWINGS 100 WEST WALNUT STREET , SEQUENCES OF OPERATION &
| | 8-7-98 | 0B | ar | ar |[\WUI ISSUED FOR AS-BUILT , | PASADENA, CALIFORNIA MASSACHUSETTS INSTITUTE OF TECHNOLOGY LA-H-142 Al
DRAWING NO. DESCRIPTION NO.| DATE | BY | CHKD | ENGR | PROJ DESCRIPTION | [/0 SUMMARY SHEET 2

S

2

LIGOLAF.BDR




	089.pdf

